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1/4" STIRRUPS @ 4' O.C.

6"x6"  CONCRETE
BLOCK BEHIND EA. BELL

O.D. PIPE

DIP, RCP

SELECT

7.76 CF
6.37 CF
6.65 CF
5.38 CF
5.52 CF

2.58 CF

4.44 CF
3.46 CF
3.50 CF
3.04 CF

2.48 CF

RCP

RCP
DIP

27" I.D.
30" I.D.
30" I.D.
36" I.D.
36" I.D.

24" I.D.

10" I.D.
12" I.D.
15" I.D.
18" I.D.
21" I.D.

BACKFILL IN 1' LIFTS

1' SELECTED BACKFILL

DIP, RCP
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DIP, RCP
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8" I.D. DIP, RCP

SELECT BACKFILL

3.52 CF
3.38 CF
4.40 CF
4.12 CF
5.26 CF

1.23 CF
1.33 CF
1.66 CF
2.00 CF
1.96 CF
2.69 CF

21" I.D.
18" I.D.
15" I.D.
12" I.D.
10" I.D.

24" I.D.

36" I.D.
36" I.D.
30" I.D.
30" I.D.
27" I.D.

BACKFILL IN 1' LIFTS

1' SELECTED BACKFILL

DIP, RCP

RCP

RCP
DIP

DIP, RCP

DIP, RCP
DIP, RCP
DIP, RCP
DIP, RCP
DIP, RCP
DIP, RCP

1.41 CF

4"

DIP, RCP

4"

8" I.D.

DIP
RCP

RCP

DIP, RCP
DIP, RCP
DIP, RCP
DIP, RCP
DIP, RCP
DIP, RCP
DIP, RCP

DIP, RCP

  TOOLS.

NOTES:

10" I.D.
12" I.D.
15" I.D.
18" I.D.
21" I.D.
24" I.D.
27" I.D.
30" I.D.
30" I.D.
36" I.D.
36" I.D.

  EXCAVATION.

1.67 CF
1.93 CF
2.36 CF
2.81 CF
3.27 CF
3.76 CF
4.26 CF
4.78 CF
5.09 CF
5.80 CF
6.20 CF

1. ALL FINISHED SUB-GRADES
  SHALL BE PREPARED ACCU-
  RATELY BY MEANS OF HAND

TRENCH WIDTHS ARE DE-
  TAILED IN SPECIFICATION

4"

6"

2.

I.D.
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WATER TABLE CRADLE
CONCRETE PER LF

LONGITUDINAL SECTION

CONCRETE CRADLE
CONCRETE PER LFCONCRETE PER LF

CONCRETE ENCASEMENT

CROSS SECTION
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